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1. TYPICAL CEILING HEIGHT +/- 8'-0" CORRIDORS & 9'-0" ALL OTHERS U.N.O.

2. TYPICAL GWB SOFFIT @ 7'-4" - SEE DETAILS AND ELEVATIONS.

3. TYPICAL GWB HEADER @ 7'-8".

4. CAULK & SEAL REQUIRED FOR GASKETED FIXTURES IN ALL ANTE ROOMS, ISOLATION
ROOMS (PATIENT ROOM TYPE B), AND ISOLATION ROOM BATHROOMS.
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. () RCP GENERAL NOTES
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5. PROVIDE AND INSTALL REPLACEMENT CEILING TILE AND GRID AS REQUIRED/ IF

TYPICAL - SEEA-212 |
Il I DAMAGED DURING ABOVE-CEILING 3E MECHANICAL WORK

o oo | RCP SYMBOL LEGEND

INDICATES 5" WIDE GWB HEADER (GWB1) PER FINISH LEGEND.
- T C———"—"—73 GWB HEADER FINISH FACE SHALL ALIGN WITH ADJACENT GWB
PARTITION FINISHED FACE (TYP.)
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PT.RM. [A] | PT.RM. [A]
| i i 7
® TYPICAL - SEE AJ,lzog TYPICAL - SEE A-44 A,
SOILED I I /S INDICATES GYPSUM CEILING PAINTED WITH FINISH P4
I&% -_—',_"-_—_—_—_—_-’II—_—_—_—_—.‘\_“_ﬂ _______ 7 :/ : ;/

/" N\ M 7\ INDICATES CEILING GRID AND TILES/ SEE FINISH SCHEDULE
. — I
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CORRIDOR INDICATES GYPSUM CEILING/ SEE GENERAL NOTES, DETAILS,
[C3A-002] ELEVATIONS, AND FINISH SCHEDULE
—| — PR e d g oM — KT —F T 1 T T — LK = j— — 5= == = = === == [ —5— LIGHT TRACK AND FIXTURE
| 2
= | | i Wl | TolLeT | == T L @ MONOPOINT PENDANT FIXTURE
R - | 1 - 1 STAIR #1
104 | i o | | © 9 ° °
1 g s NURS% MGR. ‘ | | | _ L 2X4 LAY-IN GRID FIXTURE
M 4E]198 w NURLE S1A 1 — — AR ~ | :
- w L L L y AT y — D u u - m
_ § AP C R NN [4E-121 | ] §] STE :
A PP S ' o | ] | { 2X2 LAY-IN GRID FIXTURE
RIDOR =0 | 1 q ‘ \ 1 o o
E-201] M oy WORK_ \ ‘ I \
; 4 ‘ ORR ELEVATOR LIOBBY [— == | .5X4 LAY-IN GRID FIXTURE
e ; | | | Ergl. | 2 IE1o'| | [4ia-004]
Qﬁ v i | ‘ RESIDENT g g RESIDENT | | =1 1X4 LAY-IN GRID FIXTURE
] \ = \ 1 K =
o Q" I
—| — - — ] — T — S = % ~—————W‘—————————jﬂ——o———c’—————f——— = SUSPENDED FIXTURE
P NS 1 ]
| ol o ASSI|S1. NS |M R ‘ MIITESEZ;T ‘ i | | | L 09 RECESSED IN GWB NIGHT-LIGHT FIXTURE
4E-199| -
I == i ARNACIST | | I | O RECESSED CAN DOWNLIGHT FIXTURE
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! : | % Q EXIT LIGHT - COORDINATE WITH ELECTRICAL
E|
:@‘)—{ m.em._é_-o | SKYLIGHT- TCR 022 COMMERCIAL VELUX SUN TUNNEL/ REF.
[4E-108] ¥ T - - B - SECTION DETAIL ON SHEET A-503. COORDINATE WITH
@ 1 1L iy STRUCTURAL AND MEP DESIGN/ ADJUST. ROOF AND RCP
I h ! LOCATION TO ACCOMODATE/ NOTIFY ARCHITECT OF CHANGE
1 [4E-f04] / \ FOR APPROVAL
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GYP. CEILING ACCESS PANEL. REFER TO NOTE #5

0 RCP KEY NOTES

o J
)
|

| | 1. SPEAKER ON FACE OF SOFFIT; REFER TO INTERIOR ELEVATION

CEILING TILE. REFER TO DETAILS ON SHEETS A-504 & A-505

| | | | 1 TYPICAL - SEE A212 | |
| | | v i / | | | | FOR LOCATION.
1
| I 2. GLASS DRAFT CURTAIN AT ATRIUM SOFFIT (BASIS OF DESIGN
\ \ \ i | \ @ In \ BLUMCRAFT SB 200)
\ \ \ : I \ In \ = 3. AXIOM 2-SIDED PERIMETER TRIM BETWEEN GWB AND ACOUSTICAL
\ \ \ Il J \

4. PROVIDE NEW WALL-MOUNTED LIGHT @ 4TH FLOOR LANDING.
MATCH EXISTING FIXTURE FROM LOWER FLOORS.

éﬁx

5. PROVIDE 24" X36" ACCESS PANEL WITH CONCEALED MOUNTING
FOR HVAC ACCESS. COORDINATE FINAL LOCATION DURING
CONSTRUCTION WITH ACTUAL HVAC EQUIPMENT AND DUCTWORK

\ \ \ \
CONFIGURATION. ACCESS PANEL IS TO BE FLUSH WITH THE

\ \ \ \ FINISHED CEILING. FINISH IS TO MATCH ADJACENT GWB CEILING.
\ \ \ - CORRIDG \ | 6. PATIENT LIFT SYSTEM PER SPEC. REFER TO STRUCTURAL
‘ ‘ ‘ | TcaE-199] ‘ | DRAWINGS FOR SUPPORT DETAIL.
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